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The sound power levels of the Ease 200 have been measured by an accredited sound laboratory. 

An overview of the results is provided below. 

 

The sound radiation of the casing was measured according to the next standards: 

• DIN EN ISO 13141-7:2022-12  

• DIN EN ISO 3744:2011-02  

• DIN EN ISO 9614-2:1996-12 

 

The duct noise at the spigots “supply air”, “extract air”, “outdoor air” and “exhaust air” were measured 

according to the next standards: 

• EN-ISO 3741:2010 

• EN-ISO 5135:2020 

• EN 13141-7:2021 
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All measurements below  w ere performed w ith an ePM1 50% filter on the supply side and an ISO Coarse 60% filter on the exhaust side
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All measurements below  w ere performed w ith ISO Coarse 60% filters for both the supply and exhaust sides

140 50 --- 38,6 45,5 41,4 40,2

f [Hz]:

47,6 44,4 40,3 32,8 24,6 49,7

43,7 38,9 31,3 22,9 48,5

200 100 --- 43,5 51,5

180 100 --- 42,4 50 46,3

45,6 43,6 37,8 30,7 22,2 48

43,1 36,7 29,4 19,6 47,3

180 75 --- 43,3 49,7

160 100 --- 39,6 48,1 45,1

44 42,1 35 28,3 19,2 46,2

41,4 33,8 27,5 18 45,5

160 75 --- 39,4 48

160 50 --- 41,8 47,5 43,2

43 41,5 33,8 26,9 16,8 45,4

40,8 32,5 25,7 15,3 44,6

140 100 --- 39,5 47,1

140 75 --- 38,5 46,1 42,4

40,2 31,3 24,5 13,8 43,7140 50 --- 37,9 45,4 41,2

39,7 39,8 29,9 22,8 11,8 42,8

38,8 28,3 21,2 9,5 41,7

120 75 --- 36,1 44

120 50 --- 35,5 42,7 38,9

38 38 27,7 20,4 8,4 41

37 26,3 18,6 6,2 39,8

120 35 --- 35,4 42,2

100 50 --- 34,3 40,9 36,8

35,4 36,2 25,4 17,3 5,9 38,8

34,9 24,8 16,6 5,1 37,9

100 35 --- 33,7 39,9

100 25 --- 32,1 39,3 34,6

35,7 36,2 25,5 17,1 4,6 38,9

33 23,8 14,1 2,6 36,2

80 50 --- 33,5 39,6

80 25 --- 29,8 37,3 33,4
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All measurements below  w ere performed w ith an ePM1 50% filter on the supply side and an ISO Coarse 60% filter on the exhaust side

54,8 46,9 39,7
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42,3 33,7

155 100 71 73,7 73,6 62,9 61,6

All measurements below  w ere performed w ith ISO Coarse 60% filters for both the supply and exhaust sides

140 50 70 59,9 69,5 59 59,1 49,1

f [Hz]:

63,7 60,1 51,6 46,1 70,5200 100 73,3 76,5 76,5 67,2

65,7 62,8 58,1 49,9 43,6 69,5

62,4 57,1 49,2 42,9 68,5

180 100 72,6 75 74,9

180 75 72,3 73,3 74,5 64,4

63,4 61,6 55,3 47,4 40,3 67,5

61,3 53,7 46,5 39,2 66,5

160 100 71,5 74 73

160 75 70,7 73,8 72,1 62,2

61,4 60,9 52,4 45,8 38,5 66160 50 71,1 73,7 71,9

60,3 60 51,7 44,3 36,4 65

59,4 50 43 34,6 64

140 100 71,2 71,3 71

140 75 70,6 70,6 69,4 59,4

59,1 48,8 42,1 33,6 63,5140 50 70 69,5 69,5 59,2

57,1 58,1 47,5 40,1 31,2 62,5

57,2 45,8 38,5 29 61,5

120 75 70 69,1 67,7

120 50 68,1 68,4 66,7 57

56,4 56,7 44,8 37,7 27,9 61

54,8 42,4 34,3 24 58,5

120 35 68,4 67,9 66

100 50 66,7 65,9 63,9 53

51,6 53,1 40,5 31,9 21,1 57

52,5 40 31 20,1 56,5

100 35 64,9 63,7 62,4

100 25 64,6 63,6 62,1 51,2

50,5 51,3 38,7 29,4 18,8 55

48,3 35,6 25 15,4 53

80 50 66,1 62,5 59,8

80 25 62,4 61,3 57,7 48,6
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All measurements below  w ere performed w ith an ePM1 50% filter on the supply side and an ISO Coarse 60% filter on the exhaust side

14,3 48,5
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All measurements below  w ere performed w ith ISO Coarse 60% filters for both the supply and exhaust sides

140 50 56,2 56 54,9 44,4 41,9 30,3 24,2

f [Hz]:

46,8 39,6 32,7 21,8 55,5200 100 60,8 63,6 62,1 51,5

49,9 45,2 37,2 30,8 19,3 53,5

45 36,5 30,1 18,7 53

180 100 58,5 62 60,2

180 75 58,5 61,2 59,7 49,3

47,4 43,7 34,6 28,5 16,7 51,5

43,4 33,7 27,5 16,1 50,5

160 100 56,5 59,4 58,5

160 75 56,5 58,5 57,4 46,8

46,1 43,1 32,8 26,5 15,6 50

42,5 31,8 25,8 14,9 49

160 50 56,2 58 56,9

140 100 54,9 56,5 55,9 45

44,4 42,1 30,8 24,8 14,5 48,5140 75 55,1 56 54,9

44,2 41,6 30 23,8 14,2 48

40,8 28,3 22,6 13,8 46,5

140 50 55,6 56 54,1

120 75 55 54,2 53 42,2

40,7 39,8 26,7 20,9 13,6 45,5

38,9 25,6 19,1 13,4 44,5

120 50 53,6 54,1 51,5

120 35 54,2 53 50,6 39,8

37,9 37,3 23,4 16,3 13,5 42,5

36,4 22,3 15,4 13,4 42

100 50 51,8 48,9 49

100 35 51,3 49,1 48,5 37,5

37,2 35,5 21,3 14,4 13,5 41,5

34 20,2 13,4 13,4 39,5

100 25 54,6 49,5 47,9

80 50 52,4 46,5 45,3 35,9

33,7 31,3 16,9 11,2 13,5 37,580 25 52,6 45 44,1
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[m3/h] [Pa] [dB] [dB] [dB] [dB] [dB] [dB] [dB] [dB] [dB(A)]

All measurements below  w ere performed w ith ISO Coarse 60% filters for both the supply and exhaust sides
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f [Hz]:

64,3 59,4 51,9 46,5 70,5200 100 77,5 77,2 76,4 65,1

63,4 63,1 56,2 49,5 43,2 68,5

61,5 53,1 46,7 39,5 66,5

180 100 76,5 75,6 74,3

160 100 74 73,3 72,9 60,6

58,2 60,1 50,4 43,8 35,7 64,5140 100 71,2 69,3 69,8

63 125 250 500 1000 2000 4000 8000
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All measurements below  w ere performed w ith ISO Coarse 60% filters for both the supply and exhaust sides
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f [Hz]:

51,4 47,9 39,2 31,9 22,2 55200 100 62,8 61,1 62,1


